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OLD MID—16 MODULE TYPE MXL NO. 7 AT B. 26 OLD MID—16 MODULE TYPE MXL NO. 7 AT B. 26
ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS ADDRESS | DESCRIPTION TERMINATION & NO. ADDRESS
1D33 FCB, HD 1ST FLOOR, & FACP SD| TB. 1 NO. 1 MID—16 NO. 1-76 7-202—1 1D33 SMOKE DETECTOR AT FACP TB. 1 NO. 4 MID—16 NO. 2-76 7-202-20
1D34 FCB (3) & HD 2ND FLOOR WEST | TB. 1 NO. 2 MID—16 NO. 1-76 7-202-2 1D34 DSD & SD, ROOM 212 TB. 1 NO. 7 MID—16 NO. 2-76
1D35 | FCB (2) & HD 2ND FLOOR EAST | TB. 1 NO. 3 MID—16 NO. 1-76 7-202-3 1D37 | WF, BLDG 76 CANOPY TB. 1 NO. 2 MID—16 NO. 2-76 ———  FIELD VERIFY
1D36 WFS 1ST FLOOR TB. 1 NO. 4 MID—16 NO. 1-76 7-202—4 1D37 WF, BLDG 76 2ND FLOOR EAST TB. 1 NO. 5 MID—16 NO. 2-76
1D37 WFS 2ND FLOOR WEST TB. 1 NO. 5 MID—16 NO. 1-76 7-202-18 1D44 ISO VLV 2ND FLOOR SUPV TB. 1 NO. 6 MID—16 NO. 2-76
1D38 WFS 2ND FLOOR EAST TB. 1 NO. 6 MID—16 NO. 1-76 7-202-6 1D45 ISO VLV BLDG 76L TB. 1 NO. 1 MID—16 NO. 2-76 7-202-17
1D39 WFS BUILDING TB. 1 NO. 7 MID—16 NO. 1-76 7-202-7 1D45 ISO VLV BLDG 76 CANOPY TB. 1 NO. 3 MID—16 NO. 2-76 7-202-19
1D40 BYPASS SWITCH (SD RM 212H) TB. 1 NO. 8 MID—16 NO. 1-76 7-202-8 TB. 1 NO. 8 MID—16 NO. 2-76
1D41 WFS TRAILER B. 76K TB. 2 NO. 1 MID—16 NO. 1-76 7-202-9 TB. 2 NO. 1 MID—16 NO. 2-76
1D42 RISER VLV SUPERVISION TB. 2 NO. 2 MID—16 NO. 1-76 7-202-10 TB. 2 NO. 2 MID—16 NO. 2-76
1D43 WF BLDG 76L TB. 2 NO. 8 MID—16 NO. 1-76 7-202-16 TB. 2 NO. 3 MID—16 NO. 2-76
1D45 1ST FLOOR ISO VLV SUPV TB. 2 NO. 3 MID—16 NO. 1-76 7-202-11 TB. 2 NO. 4 MID—16 NO. 2-76
1D45 2ND FLOOR WEST ISO VLV SUPV | TB. 2 NO. 4 MID—16 NO. 1-76 7-202-12 TB. 2 NO. 5 MID—16 NO. 2-76
1D45 2ND FLOOR EAST ISO VLV SUPV TB. 2 NO. 5 MID—16 NO. 1-76 7-202-13 TB. 2 NO. 6 MID—16 NO. 2-76
1D46 RISER & ISO VALVE SUPV TB. 2 NO. 6 MID—16 NO. 1-76 7-202-14 TB. 2 NO. 7 MID—16 NO. 2-76
1D47 SYSTEM 3 FAP TROUBLE TB. 2 NO. 7 MID—16 NO. 1-76 7-202-15 TB. 2 NO. 8 MID—16 NO. 2-76
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